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  3بالانس بخار واحد آمونياك و سيستم كمكي فاز  2-1شكل 

 

m 341.3865

T TI-5212 510.17

P PI-5203 121.3

P PT-5211 121.3

m FI-5212 130.52 m FI-5210 194.41

T TG-5227 510.17 T TG-5228 510.17

P PG-5248 121.30 P PI-31011 121.30

Op PY-5211 7

Op HI-5201 A 0

Op HI-5201 B 0 m FI-5210 128.6

Op TV-5214 26.9 T TG-5228 376.7

T 131 P PI-31011 40.9 m 175.9

T 390

m FI-1009 154.3 m FI-1005A 5.91 m FI-3027 2.7 P 45

m FI-5210 65.8 T 375.8097 T 375.8097 T 375.8097 m 0.667038

T TG-5228 P 40.89 P 40.89 P 40.89 T TG-30155 375.8097

T TI-5214 375.1 P PI-31011 0.2 P PI-30109 40.89

m 17.45 P PT-5212 40.89 To Condensor

m FI-5236 2.4 m FI-5235 2.26 m FI-5216 18.8 m FI-5215 10.81 m FI-5217 29 m FI-5213 46.5

Op PV-5213 9.28 T TG-5263 375.8 T TG-5262 375.81 T TG-5230 375.8 T TG-5229 375.81 T TG-5231 375.81 T TG-5232 375.81

P PG-30305A 40.9 P PG-10305A 40.89 P PG-10603 40.9 P PG-10503 40.89 P PG-52203 40.89 P PG-5254 40.89

m 18

T 390

P 45

Op TV-5213 10

T 131 m FI-5214 45.29

T TI-5233 214.3108

P PG-5251 4.8 Op PV-5214 0

m 0

m FI-52100A,B 5.87

m 18.79 m 10.81 m 29 m 91.79 T 390

T 234.2006 T 238.7186 T 188.9327 T 0 P 45

T TIC-5213 250.30 P PT-5209 4.8 T TI-30302 265.2 T TI-10302 258.5 P PG-10604 4.8 P PG-10504 4.8 P PG-10504 4.8 To Condensor P PI- 0.14

m 3.21

m 1.49 m 3.40561 m 2.35 m 1 m 18.02 m FI-52504 0

T 150.30 T 150.3045 T 214.3108 T 214.3108 T 214.31 T 390

P PI-5201 4.80 P 4.8 P 4.8 P 4.8 P 4.80 P 45

m 0.345

m FI-1015 5.673

m FI-5220 10.64

T 214.31

P 4.80 m 0.087399

m FI-3040 1.157

m 3.6

T 326.8293

P PI-5201 123.41 m FI-3027 2.7

m FI-5207 336.11

m 6.12 T TI-1088 113.00

T 150.30 m 352.53 P PI-5231 11.90

P 4.80 T TI-5225 130.26

P 2.72

m FI-5240 182.83

T TI- 50.00

P PI-5231 5.00

m 0.99885

m 4.5 Op. TY-5211A 18.3 T 257.4394

T TI-5226 132 Op. TY-5211B 0 P 45

m 3.782148
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STP-3001 Inlet Steam

STP-3001 EXhaust After Des. STP-1001 EXhaust After Des.

STP-1001 Inlet Steam STC-1003 Inlet Steam STC-1002 Inlet Steam STP-5202 Inlet Steam

STC-1003 EXhaust Steam STC-1002 EXhaust Steam STP-5202 EXhaust Steam
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